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PROPOSED DN1350
MH01 MANHOLE CHAMBER
E: 477499.80
N: 164933.33
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0106

MH03 TO INCLUDE APPROPRIATE RADAR LEVEL WITH INSTRUMENT
FOR SEWER DEPTH MONITORING
WITH HYDRO BRAKE FLOW CONTROL ARRANGEMENT. SEE NOTE 9.
POWER SUPPLY TO BE CONFIRMED

NORTH TANK

SOUTH TANK

PROPOSED DN1350
MH02 MANHOLE CHAMBER

E: 477493.52
N: 164937.16

FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0104

PROPOSED AC03 ACCESS
CHAMBER FOR DETAILS
REFER TO DRAWING
L795-IL-XX-100-DR-CE-0105

PROPOSED VENT STACK
WITH MASS CONCRETE FOUNDATION
E: 477466.52
N: 164977.64
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0105

PROPOSED DN250 DI VENT STACK PIPEWORK
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0109
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PALMER PLACE

FOOT PATH

FOOT PATH
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PROPOSED AC04 ACCESS CHAMBER
FOR DETAILS REFER TO DRAWING

L795-IL-XX-100-DR-CE-0105

PA
R

K 
LA

N
E

PROPOSED SOUTHERN BOX CULVERT STORAGE TANK
INTERNAL SIZE 2.4m (W) X 1.2m (H) X 40m (L)

FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0102

PROPOSED DN1350
MH04 MANHOLE CHAMBER
E: 477501.59
N: 164940.26
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0106

PROPOSED DN300 VC GRAVITY SEWER
FOR DETAILS REFER TO DRAWING

L795-IL-XX-100-DR-CE-0101

PLANTATION AREA

FO
O

T 
PA

TH

EXISTING TREE

PROPOSED NORTHERN BOX CULVERT STORAGE TANK
INTERNAL SIZE 2.4m (W) X 1.2m (H) X 40m (L)
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0103

PROPOSED DN300 VC HIGH LEVEL
OVERFLOW PIPE AND LOW LEVEL FOUL
SEWER BETWEEN MH03 AND MH04

PROPOSED AC02 ACCESS CHAMBER
FOR DETAILS REFER TO DRAWING

L795-IL-XX-100-DR-CE-0105

BH01

BH02

BH03

BH04

PROPOSED AC01 ACCESS CHAMBER
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0105

FOOT PATH

EXISTING DN300 VC FOUL SEWER TO
BE DECOMMISSIONED. SEE NOTE 13

EXISTING FOUL SEWER PIPE AND MH 5904
TO BE DECOMMISSIONED. SEE NOTE 13
CL: 54.17
IL: 52.32

PROPOSED DN1500 MH03 MANHOLE
CHAMBER WITH HYDRO BRAKE
E: 477495.29
N: 164940.85
FOR DETAILS REFER TO DRAWING
L795-IL-XX-100-DR-CE-0107

FOR SITE GRADING DETAILS REFER TO
DRAWING L795-IL-XX-100-DR-CE-0108

MASS CONCRETE SLAB ON THE TANK TOP SHOWN
INDICATIVELY 0.50m(H) x 2.7m (W) x 40m (L)

1NO. DN50 DUCT FROM
PILLAR TO MH03 FOR
CABLING BETWEEN OUTSTATION
AND RADAR LEVEL SENSOR

HALDO TELEMETRY PILLAR
TO HOUSE TECHNOLOG
CELLO XT OUTSTATION.
SEE NOTE 9
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NOTES

This drawing has been prepared for the use of AECOM's client. It may not be used, modified,reproduced or
relied upon by third parties, except as agreed by AECOM or as required by law. AECOM accepts no

responsibility, and denies any liability whatsoever, to any party that uses or relies on this drawing without
AECOM's express written consent. Do not scale this document. All measurements must be obtained from the

stated dimensions.

AECOM House, Midpoint, Alencon Link,
Basingstoke RG21 7PP, United Kingdom,
T +44 1256 310200
aecom.com

AECOM Project Ref:

M Group, Abel Smith House
Gunnels Wood Road, Stevenage SG1 2ST

CURRENT REVISION INFORMATIONLEGEND

RED LINE BOUNDARY

3m CLEARANCE ENVELOPE

DRAFT
NOT FOR CONSTRUCTION

PROPOSED MANHOLE

SITE LOCATION PLAN
Scale 1:200

TABLE 1 - SITE LOCATION AT
MH01

TABLE 2 - SITE LOCATION AT
VENT STACK

ADDRESS - 12, PALMER PLACE, BARKHAM,
ARBORFIELD GREEN, BOROUGH OF
WOKINGHAM, ENGLAND - RG40 4RS

 ADDRESS - 12, PALMER PLACE, BARKHAM,
ARBORFIELD GREEN, BOROUGH OF
WOKINGHAM, ENGLAND - RG40 4RS

EASTING 477499.80 EASTING 477466.52

NORTHING 164933.33 NORTHING 164977.64

OS GRID
REFERENCE SU774649 OS GRID

REFERENCE SU774649

HAZARD INFORMATION
HAZARD
SYMBOL DESCRIPTION NOTE

EXCAVATION IN VICINITY
OF TREE

CONSTRUCTION WITHIN TREE ROOT PROTECTION ZONE BY OPEN CUT. OPEN CUT EXCAVATION SHOULD BE
COMPLETED BY HAND - DIGGING, VACUUM OR COMPRESSED AIR EXCAVATION UNDER THE SUPERVISION OF
AN ARBORICULTURIST, NO REMOVAL OF ROOTS GREATER THAN 25mm WITHOUT ARBORICULTURIST
APPROVAL.

BIOLOGICAL HAZARD WORKING IN PROXIMITY TO FOUL WATER MAIN. BIOLOGICAL HAZARDS ARE PRESENT.

CONFINED SPACE
ACCESS

EXISTING MANHOLE CONFINED ACCESS ENTRY WILL BE REQUIRED. CONTRACTOR TO FOLLOW TW
STANDARD CONFINED ACCESS ENTRY PROCEDURE AND OBTAIN TWOSA.

  NOTE : FOR FURTHER DETAILS REFER TO HSI-12 DRA DOCUMENT : L795-IL-XX-100-RP-CE-1002
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M

PROPOSED VENT STACK

PROPOSED DN250 DI VENT STACK PIPEWORK

CS

CSM

150100500 200 250 300 350 400 450 500m

SCALE 1:5000

1. ALL DIMENSIONS IN MILLIMETRES AND ALL LEVELS IN METRES
ABOVE ORDNANCE DATUM (mAOD) UNLESS SHOWN OTHERWISE.

2. GPR SURVEY AS PER DATA BY SURVATEC LIMITED, RECEIVED
FROM MGW. DRAWING NUMBER P26-329 DATED 03/12/25.

3. TOPOGRAPHICAL SURVEY DATA BY RESERVOIR AND WATER,
RECEIVED FROM MGW. DRAWING NUMBER 0455-001-A DATED
18/06/24.

4. OS BACKGROUND DATA RECEIVED IN REFERENCE DRAWING BY
AECOM DATED 13/11/25.

5. PARK LANE MANHOLE SURVEY AS PER DATA RECEIVED REF.
PARK LANE SURVEYED FOUL MANHOLE041225, DATED 02/12/25.

6. SITE TEAM TO VERIFY LOCATION, SIZE AND DEPTH OF ALL
EXISTING ASSETS PRIOR TO ORDERING MATERIALS OR
PROCEEDING WITH CONSTRUCTION. THE DESIGNER SHALL BE
CONTACTED FOR CLARIFICATION IF THE INFORMATION ON SITE
DIFFERS TO THAT PRESENTED ON THE DRAWING.

7. COMMISSIONING OF NEW STORAGE TANKS, PIPEWORK AND
FITTINGS SHALL BE UNDERTAKEN IN ACCORDANCE WITH
THAMES WATER STANDARDS.

8. ALL WORKS IN CLOSE PROXIMITY TO TREES SHALL BE
UNDERTAKEN IN ACCORDANCE WITH THAMES WATER BEST
PRACTICE AND NJUG GUIDELINES.

9. THE TELEMETRY OUTSTATION AND THE RADAR LEVEL
INSTRUMENT SHALL BE INSTALLED TO MONITOR THE SEWER
DEPTH. REFER TO L795-IL-XX-100-SP-EE-0001 SYSTEM
INTEGRATION SPECIFICATION FOR INSTALLATION AND
CONFIGURATION REQUIREMENTS AND THE THAMES WATER
ASSET STANDARD PRACTICE DOCUMENT F24 SECTION 10 FOR
THE WASTE WATER DATA LOGGING REQUIREMENTS.

10. ALL WORKS TO COMPLY WITH THAMES WATER STANDARDS AND
CESWI 7th EDITION.

11. TREE PLANS SHOULD BE READ IN CONJUNCTION WITH THE
AECOM ARBORICULTURAL REPORT L795-IL-XX-004-RP-RN-1001.

12. FOR TREE PROTECTION AND TREE CONSTRAINTS PLAN REFER
DRAWING NO L795-IL-XX-004-DR-EN-0001 &
L795-IL-XX-004-DR-EN-0002.

13. EXISTING MANHOLE 5904 AND ASSOCIATED FOUL SEWER TO BE
DECOMMISSIONED AND FILLED WITH CEMENT GROUT IN
ACCORDANCE WITH SEWERAGE SECTOR GUIDANCE APPENDIX C
SECTION E2.11.
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REFERENCE DRAWING LIST

DRAWING DESCRIPTION DRAWING NO.

PROPOSED FOUL WATER SEWER AND STORM TANKS
SITE LOCATION PLAN L795-IL-XX-100-DR-CE-0100

PROPOSED FOUL WATER SEWER MH01 TO MH04
PLAN AND LONGITUDINAL SECTION L795-IL-XX-100-DR-CE-0101

PROPOSED FOUL WATER SEWER SOUTH TANK
PLAN AND LONGITUDINAL SECTION L795-IL-XX-100-DR-CE-0102

PROPOSED FOUL WATER SEWER NORTH TANK
PLAN AND LONGITUDINAL SECTION L795-IL-XX-100-DR-CE-0103

PROPOSED FOUL WATER MANHOLE MH02
PLAN AND CROSS SECTION DETAILS AND

MANHOLE SCHEDULE
L795-IL-XX-100-DR-CE-0104

PROPOSED FOUL WATER SEWER TANK AND VENT
STACK CROSS SECTIONS L795-IL-XX-100-DR-CE-0105

PROPOSED FOUL WATER MANHOLE MH01 AND MH04
PLAN AND CROSS SECTION DETAILS L795-IL-XX-100-DR-CE-0106

PROPOSED FOUL WATER MANHOLE MH03 PLAN AND
CROSS SECTION DETAILS L795-IL-XX-100-DR-CE-0107

PROPOSED FOUL WATER SEWER SOUTH AND
NORTH TANK SITE GRADING L795-IL-XX-100-DR-CE-0108

PROPOSED VENT STACK PIPE WORK PLAN AND
LONGITUDINAL SECTION L795-IL-XX-100-DR-CE-0109

PROPOSED FOUL WATER SEWER TANK CROSS
SECTION AT VENT STACK L795-IL-XX-100-DR-CE-0110

HAC PLAN FOR STORM STORAGE TANKS AND
ASSOCIATED MANHOLES AND VENT L795-IL-XX-100-DR-CE-0111

HAC SECTION DETAILS FOR STORM STORAGE AND
ACCESS MANHOLES AND VENT STACKS L795-IL-XX-100-DR-CE-0112
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