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NOTES:

1. DO NOT SCALE FROM THIS DRAWING. THE CONTRACTOR IS

RESPONSIBLE FOR SITE MEASURING ALL REQUIRED MATERIALS
PRIOR TO PLACING ORDERS.

2. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH ALL
MECHANICAL, ELECTRICAL & PUBLIC HEALTH SERVICES

DRAWINGS & SPECIFICATIONS AND WITH ALL ARCHITECTURAL &

STRUCTURAL DRAWINGS & SPECIFICATIONS. ANY DISCREPANCIES
TO BE REPORTED TO RHB PARTNERSHIP LLP.

3. THIS DRAWING OUTLINES THE DESIGN INTENT FOR THE

ELECTRICAL SERVICES AND HAS BEEN PRODUCED TO ASSIST
THE CONTRACTOR WITH TENDER. THE DRAWING DOES NOT

INDICATE ALL EQUIPMENT, ACCESSORIES, DEVICES ETC WHICH
MAY BE REQUIRED FOR THE SATISFACTORY DESIGN,
INSTALLATION AND COMPLETION OF THE PROJECT AND SHALL
THEREFORE BE USED FOR GUIDANCE PURPOSES ONLY. THE
CONTRACTOR SHALL BE RESPONSIBLE FOR INCLUDING

EVERYTHING WITHIN HIS TENDER NECESSARY FOR SATISFACTORY
COMPLETION.

4. ALL ELECTRICAL SERVICES SHALL BE INSTALLED IN
ACCORDANCE WITH THE LATEST EDITION OF BS 7671
(INCLUDING AMENDMENTS)—REQUIREMENTS FOR ELECTRICAL
INSTALLATIONS & WITH OTHER RELEVANT STANDARDS & CODES
OF PRACTICE.

5. THE ROUTING OF ELECTRICAL SERVICES SHALL BE
CO—ORDINATED WITH THE ROUTING OF MECHANICAL & PUBLIC
HEALTH SERVICES & WITH STRUCTURAL & ARCHITECTURAL

/ ELEMENTS.
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ITEM | DESCRIPTION OF RISK

SPECIFIC HEALTH AND SAFETY RISKS ASSOCIATED WITH THIS
& DRAWING ARE  HIGHLIGHTED WITH THE CAUTION SYMBOL

ADJACENT TO THE ITEM OF RISK. PLEASE REFER TO RISK
SCHEDULE CONTAINED ON INDIVIDUAL DRAWINGS.

UNLESS HIGHLIGHTED THERE ARE NO SPECIFIC HEALTH AND
SAFETY RISKS ASSOCIATED WITH THIS DRAWING, AS A DIRECT
RESULT OF OUR DESIGN, APART FROM THE COMMON ISSUES
ASSOCIATED WITH CONSTRUCTION THAT WILL NEED TO BE

ASSESSED BY A COMPETENT CONTRACTOR PRIOR TO THE
UNDERTAKING OF ANY WORK.
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