FIRE STRATEGY LAYOUT KEY
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NOTE 1:
- Actual escape distances will be influenced by internal arrangement
of warehouse, including any proposed pallet racking configuration.

Final Exit Sign

THIS DRAWING TO BE USED FOR FIRE

STRATEGY INFORMATION ONLY

NOTE 2:
- Additional signage may also be required subject to the above.

Table 2.1 Limitations on travel distance

Maximurn travel distance®
where travel is possible in:
Purpose group Use of the premises or part of the premises One direction ~ More than
only (m) one direction
(m)
Residential (institutional) 9 18
Residential (other):
a. in bedrooms® 9 18
b. in bedroom corridors 9 35
<. elsewhere 18 35
Office 18 45
Shop and commercial 18 45
Assembly and recreation:
a. buildings primarily for disabled people 9 8
b. areas with seating in rows 15 32
c. elsewhere 18 45
Industrial® Normal hazard 25 45
Higher hazard 12 25
Storage and other non-residential® Normal hazard 25 45
Higher hazard 12 25
Place of special fire hazard® 96 185
Plant room or roof-top plant:
a. distance within the room 9 35
b. escape route not in open air (overall 18 45
travel distance)
<. escape route in open air (overall travel 60 100
distance)
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NOTES

Check all dimensions on site. Do not scale from this drawing.
Report any discrepancies and omissions to HLM Architects
This Drawing is Copyright ©

DESIGN/SKETCH DESIGN

Unless stated otherwise, the designs shown are subject to detailed
site survey, investigations, and legal definition, the CDM
Regulations, and the comments and / or approval of the various
relevant Local Authority Officers, Statutory Undertakers, Fire
Officers, Engineers and the like. They are copyright, project specific
and confidential and no part is to be used or copied in any way
without the express prior consent of HLM Architects.

PHOTOCOPIED/SCANNED INFORMATION
NB This drawing is based on photocopied / scanned information
liable to distortion in scale.

AREA CALCULATIONS

NB The areas shown are approximate only and have been
measured off preliminary drawings as the likely areas at the current
state of design using the stated option from the Code of Measuring
Practice, 6th edition. RICS/ISVA. These may be affected by future
design development and construction tolerances, or the result of
surveys for existing buildings. Take account of these factors before
planning any financial or property development purpose or strategy
and seek confirmation of latest areas before decision making.

3RD-PARTY INFORMATION

NB This drawing includes information provided by independent
surveyors and/or consultants, to whom all queries shall be made.
HLM Architects can accept no liability for its content or accuracy.
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