LUXISOLINE LEGEND FOR REPRESENTATION OF LIGHT

SPILL FROM EXTERNAL LIGHTING INSTALLATIONS

2.0 LUX

2.5 LUX

3.0 LUX

5.0 LUX

7.5LUX

BIN STORE TO BE PROVIDED WITH PIR
CONTROLLED LIGHTING TO SUIT FINAL
DESIGN

9

10 9 8 8 7
10 REFUSE STORE
10 10 9 8
10 10 9 9
1110 10 10

1 3

" " " " EXTERNAL GATE TO BE PROVIDED WITH ACCESS
©©©©+ CONTROLINTERFACED WITH THE FIRE ALARM SYSTEM * _
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NOTE:

THE CONCEPTUAL DESIGN INTENT DETAILED IS SHOWN TO PROVIDE GUIDANCE FOR
THE DESIGN AND BUILD CONTRACTOR FOR THE PURPOSES OF TENDER. THE
CONTRACTOR SHALL INCLUDE FOR ALL PROVISION TO MEET THE REQUIREMENTS OF

THE PERFORMANCE SPECIFICATION, ROOM DATA SHEETS AND ALL OTHER EMPLOYERS

REQUIREMENTS/CONTRACT DOCUMENTATION WHETHER SPECIFICALLY SHOWN OR NOT.

PROVISION TO BE MADE
FOR POWER SUPPLIES TO
ENTRANCE SIGN LIGHTING
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COLUMN LUMINAIRE

EXTERNAL GATE TO BE PROVIDED WITH ACCESS

CONTROL INTERFACED WITH THE FIRE ALARM SYSTEM

(FINAL POSITION TBC)

AN
ACCESS DOOR TO CONTROL GEAR ON
BASEBOARD, INCLUDING FUSED UNIT
CONCRETE FOUNDATION APPROX. 500 SQ
WITH HOLE FOR ERECTION OF COLUMN.
COLUMN WEDGED VERTICAL & WEAK MIX
GROUT POURED IN TO SECURE -
4 . ‘.:‘
CABLE ENTRY 1 e
- a1 £
A N o
" 8
20 <4 .
: £ 4 as )

TYPICAL ARRANGEMENT OF LIGHTING

THIS DRAWING IS CONFIDENTIAL AND MAY NOT BE USED, COPIED OR
DISCLOSED TO ANYONE WITHOUT PERMISSION.

DO NOT SCALE OFF THIS DRAWING

Rev Date Amendments By | Check
PO1 [13/03/2026| FIRST ISSUE GC JW
P02 [16/06/2026| ISOLINES AND ADDITIONAL NOTES ADDED GC JW
P03 |19/06/2026| MINOR AMENMENTS GC JW

DRAWING BASED ON ARCHITECTURAL DRAWING:
B606—-T—900-B-Site Plan—T-903—-B—Hard Landscaping Plan.dwg

COLUMN DETAIL & FOUNDATION

(NTS)

MANUAL

HAND/AUTO SWITCH C/W

NEON INDICATOR @ OFF

eo—(9

AUTO

TYPICAL PHOTOCELL/MANUAL OVERIDE

DETAIL

LUMINAIRE SCHEDULE

1 EX1 LUNA/L4/484/27/EMR - (Wall Mounted at 3M)

2 EX2 LUNA/L6/446/27/EMR - (Wall Mounted at 3M)

3 EX3 SHE/10/448/27/180

4 EX4 SHE/NM0/1122/27

5 EX5 ST/S/IL2/2162/27 - (Column Mounted at 5M)

EX1/EX2 EX5

NOTE:

ALL LUMINAIRES ARE
MAXIMUM 2700K COLOUR
TEMPERTURE

EX3/EX4

ELECTRIC VEHICLE CHARGING POINT - TWIN 7.2kW CHARGING

@ PEDESTAL

DUCTWORK TO BE PROVIDED TO ALL OTHER CAR PARKING SPACES

FOR FUTUR EV CHARGER INSTALLATION IF REQUIRED

Wokingham Care Home - Lux Values

Area: Avg(lx): Max(Ix): Min(Ix): Min/Avg(Uo):
Walkway 6Ix 141x 3Ix 0.43Uo
Walkway 7Ix 63Ix 2Ix 0.25Uo0
Walkway 7Ix 42Ix 3lIx 0.37Uo
Walkway 26Ix 67Ix 10Ix 0.38Uo
Walkway 26Ix 79Ix 7Ix 0.25Uo0
Walkway 12Ix 65Ix 3Ix 0.26Uo
Walkway 10Ix 171x 6Ix 0.60Uo
Walkway 9Ix 171x 5Ix 0.59Uo0
Walkway 10Ix 58Ix 2Ix 0.26Uo
Walkway 19Ix 68Ix 5Ix 0.26Uo
Car Park/Roadway 111x 26Ix 3lIx 0.28Uo
Refuse Store 7Ix 12Ix 2Ix 0.29Uo

GLAND CAULKING ﬁ/é
POLYSTYRENE RING, b
REMOVED AFTER SET AND
FILLED WITH SEALANT— 42

LENGTH TO SuIr
DIFFERENCE BETWEEN
EXTERNAL SITE LEVEL
,,,,,,,,, AND FFL

DUCT C/W SLOW
BEND AND DRAW ROPE

TYPICAL DETAIL OF CABLE DUCT ENTRY

DUCT TO BE SEALED WITH
DISCS AND COMPOUND

NOTES:

1. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH THE
PROJECT SPECIFICATION AND ALL OTHER CONTRACT
DOCUMENTATION.

2. DESIGN TO BE UNDERTAKEN IN ACCORDANCE WITH THE
PERFORMANCE SPECIFICATION, ROOM DATA SHEETS & ALL
APPLICABLE GUIDES & STANDARDS.

3. THIS DRAWING IS PREPARED TO DEMONSTRATE A PRELIMINARY
PROPOSAL FOR THE PURPOSES OF PLANNING AND TENDER. THE
LIGHTING SCHEME HAS BEEN PREPARED WITH CONSIDERATION OF
APPROPRIATE BRITISH STANDARDS (l.E. BS EN 12464) AS WELL
AS OTHER GOOD PRACTICE GUIDANCE INCLUDING CIBSE LG6 AND
ILP GUIDANCE NOTES FOR THE REDUCTION OF OBTRUSIVE LIGHT
GNO1.

4. THE FINAL LIGHTING SCHEME SHALL BE SUBJECT TO DETAILED
DESIGN AS THE PROJECT PROGRESSES, AND SHALL TAKE INTO
ACCOUNT THE FINAL BUILDING FORM, LANDSCAPE DESIGN,
PLANNING RECOMMENDATIONS, ETC. ANY DEVELOPMENT OF THE
DESIGN WILL BE WITHIN THE PARAMETERS INDICATED ON THIS
DRAWING.

5. THE EXTERNAL LIGHTING SCHEME HAS BEEN DESIGNED TO
FACILITATE THE SAFE MOVEMENT OF BOTH STAFF AND RESIDENTS
AROUND THE DEVELOPMENT AND TO PROMOTE THE FEELING OF
SAFETY AND WELL—BEING WHILST MINIMISING THE EFFECT OF THE
LIGHTING SCHEME ON ADJACENT PROPERTIES.

6. CONTROL OF EXTERNAL LIGHTING IS PROPOSED AS PHOTOCELL
CONTROL WITH TIMECLOCK OVERRIDE. THE TIMECLOCK SHALL BE
SET TO SWITCH LIGHTING OFF BETWEEN THE HOURS OF 23.00
AND 06.00 IN ACCORDANCE WITH THE ILP GUIDANCE NOTES FOR
THE REDUCTION OF OBTRUSIVE LIGHT GNO1 UNLESS OTHERWISE
STIPULATED BY THE PLANNING AUTHORITY

7. CONTRACTOR TO MAKE ALLOWANCE FOR EMERGENCY BULKHEAD
FITTINGS ABOVE ALL EMERGENCY EXITS.

8. CONTRACTOR TO MAKE ALLOWANCE FOR ILLUMINATION OF ALL
TERRACE AREAS, SWITCHED FROM LOCAL LOUNGE/DAY SPACE FOR
SPORADIC USE AS REQUIRED.

9. THE EXTERNAL LIGHTING SHALL BE ARRANGED ON MULTIPLE
CIRCUITS. A MANUAL SWITCH SHALL BE PROVIDED AT THE
RECEPTION DESK TO OVERRIDE THE TIMECLOCK IF REQUIRED, WITH
THE FOLLOWING SETTINGS:

¢ AUTOMATIC OPERATION (NORMAL)

*MANUAL OVERRIDE OF SELECTED LUMINAIRES IN THE CAR PARK
AND ACCESS PATHWAY TO FACILITATE OUT—OF—HOURS ACCESS
FOR DOCTOR/AMBULANCE ATTENDANCE

*MANUAL OVERRIDE OF ALL EXTERNAL LIGHTING, ONLY TO BE
USED IN EMERGENCY SITUATIONS

GENERAL PRINCIPLES OF DESIGN:

o ALL STAIR AND FINAL EXITS TO BE COVERED BY
WALL MOUNTED EMERGENCY LUMINAIRES.

o ALL GF TERRACE AREAS TO BE PROVIDED WITH
WALL MOUNTED EMERGENCY LUMIANIRES
(LOUNGE, DINING, CAFE ETC.) APPROXIMATE
POSITIONS AS SHOWN,

o PATHS ARE ALL TO BE PROVIDED WITH
EMERGENCY BOLLARD LUMINAIRES DUE TO THEIR
DISTANCE FROM THE BUILDING, ADEQUATE
COVERAGE WOULD NOT BE PROVIDED BY
BUILDING MOUNTED LUMINAIRES.

o UPPER FLOOR TERRACES TO BE PROVIDED WITH
WALL MOUNTED EMERGENCY LUMINAIRES (NOT
SHOWN).

ALL EXTERNAL GATES TO SECURE GARDENS/RESIDENT
AREAS TO BE PROVIDED WITH ACCESS CONTROL
INTERFACED WITH THE FIRE ALARM SYSTEM (KEYPAD
IN, KEYPAD OUT, PLUS GREEN BREAK GLASS UNIT (AT
HIGH LEVEL) IN DIRECTIONS OF ESCAPE) - FINAL GATE
POSITIONS AND QUANTITIES TO BE CONFIRMED TO SUIT
FINAL LANDSCAPE DESIGN

CONTRACTOR TO MAKE PROVISION FOR POWER
SUPPLIES TO PUMPING STATIONS, WATER FEATURES
ETC. AS REQUIRED - REFER TO CIVIL/STRUCTURAL
INFORMATION, LANDSCAPE DESIGN PROPOSALS ETC.
AS REQUIRED

CONTRACTOR TO COORDINATE PROPOSAL AND DESIGN
WITH FINALISED LANDSCAPE DESIGN PROPOSALS,
PATH LAYOUTS ETC. DRAWING SHOWS PRINCIPLE
ONLY BASED ON CURRENT ARCHITECTURAL SITE PLAN

Client

BOUTIQUE CARE HOMES
PROPCO (WOKINGHAM) LIMITED

Project

PROPOSED CARE HOME
WOKINGHAM

Title

EXTERNAL LIGHTING AND ELECTRICAL
SERVICES LAYOUT

Drawing Type

TENDER

Drawing No. Revision

1678-M-300 P03

Scale Original Size Date

1:150 AO MAR 26

Drawn Engineer Checked

GC GC JW

DESIGN INTENT

betton

consulting
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